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Objednatel STATUTARNI MESTO OSTRAVA

Polni 131/16, 735 42 Térlicko — Hradiste

e VYTAPENI VC. OHREVU VODY PRO BD
ovjekt (S. ARMADY 100/53, OSTRAVA — MICHALKOVICE

VYTAPENI

Cast

Zakazka Por. ¢&islo

1806

Datum

6,/2018

Stupen DPS

Méritko

1:50

" PUDORYS 3.NP

Arch. ¢islo

100-T4

ROZVOD 0T 70/55°C — LEZATY ROZVOD V 1.PP OCEL (Fe),
STOUPACKY A PRIPOJKY K TELESUM MED (Cu)

WV...VYVAZOVACI VENTIL, REF. TYP DANFOSS ASV-PV
RDT...REGULATOR DIF. TLAKU, REF. TYP DANFOSS ASV-M
VK....VYPOUSTECI KOHOUT

KK...KULOVY KOHOUT



